NOTES:

1. INSULATE ALL PIPING AND VALVES
THAT ARE EXPOSED DURING
CONSTRUCTION.

2. FIELD VERIFY THAT ALL PLUMBING
WORK IS SECURE AND RIGID TO
‘ BLOCKING SUBSTRATE.
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